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LIFE SAFETY REVIEW

DESCRIPTION RESULT IBC SECTION / TABLE NFPA SECTION / TITLE

LIFE SAFETY REVIEW BASED ON IBC 2009 AND NFPA 101 2012
WHEN CODES CONFLICT, THE MORE STRINGENT CODE WILL APPLY

FIRE DETECTION AND PREVENTION
AUTOMATIC SPRINKLERS

ALL FLOORS

FIRE ALARM SYSTEM

FIRE EXTINGUISHERS

EXITING REQUIREMENTS
OCCUPANT LOAD - STORAGE

EGRESS WIDTH
CORRIDORS
EXITING STAIRWAYS
OTHER EGRESS COMPONENTS
EGRESS DOORS

EXITING ACCESS TRAVEL DISTANCE

COMMON PATH OF TRAVEL

DEAD END CORRIDOR

NOT REQUIRED 903.2 -
WILL BE FULLY SPRINKLERED - -

NOT REQUIRED - 42.3.4.1.3

CLASS A FIRE HAZARDS - 1 PER 3,000 FT², MAX TRAVEL DISTANCE TO F.E. - 75' 906.3

500 FT² / PERSON TABLE 1004.1.1 -
N/A - TABLE 7.3.1.2
APPROXIMATELY 8-12 EMPLOYEES IN WAREHOUSE - -
- - -
- - -
44 INCHES CLEAR MIN. - 38.2.3.2
36 INCHES - -
.2 INCHES / OCCUPANT - TABLE 7.3.3.1
32 INCHES CLEAR 1005.1 7.2.1.2.3.2

400 FT - 42.2.6

100 FT - 42.2.6

100 FT - 42.2.6

NOT REQUIRED 42.3.5

STANDPIPE SYSTEM NOT REQUIRED 905.3

BATTERY ROOMS W/ LIQUID CAPACITY OVER 50 GALLONS 907.2.23

DESCRIPTION RESULT IBC SECTION / TABLE NFPA SECTION / TITLE

MIXED USE OCCUPANCY
STORAGE

- - -

CONSTRUCTION TYPE - STRUCTURAL STEEL

FIRE RESISTIVE REQUIREMENTS
STRUCTURAL FRAME

INCLUDING COLUMNS, GIRDERS & TRUSSES
BEARING WALLS

EXTERIOR
INTERIOR

NONBEARING WALLS & PARTITIONS
EXTERIOR
INTERIOR

FLOOR CONSTRUCTION
INCLUDING SUPPORTING BEAMS & JOISTS

ROOF CONSTRUCTION
INCLUDING SUPPORTING BEAMS & JOISTS

ORDINARY HAZARD - CHAPTER 42
LOW HAZARD, GROUP S-2 311 -
BUSINESS - 6.1.14.1.3
- - -
- - -
- - -

26,000 GSF TABLE 503 -
78,000 GSF (W/ SPRINKLER SYSTEM INCREASE) 506.3 -
4 STORIES 506.3 -
- - -
- - -
- - -

0 HOUR - -
0 HOUR

0 HOUR* TABLE 601 A.8.2.1.2

0 HOUR* TABLE 601 A.8.2.1.2

CORRIDORS (W/ SPRINKLER SYSTEM)

STORAGE
MIXED OCCUPANCY
-
-
-

ALLOWABLE FLOOR AREA
ALLOWABLE FLOOR AREA W/ APPROVED INCREASES
ALLOWABLE HEIGHT
-
-
-

AN APPROVED AUTOMATIC SPRINKLER
SYSTEM SHALL BE ALLOWED TO
SUBSTITUTE A 1- HOUR FIRE RESISTANCE
RATED CONSTRUCTION, PROVIDED SUCH A
SYSTEM IS NOT OTHERWISE REQUIRED BY
OTHER PROVISIONS OF THE CORD, OR
USED FOR AN ALLOWABLE AREA INCREASE.

N/A - 42.3.6
TABLE 601

TABLE 601 A.8.2.1.2

0 HOUR* TABLE 601 A.8.2.1.2
0 HOUR* TABLE 601 A.8.2.1.2

0 HOUR* TABLE 601 A.8.2.1.2

TYPE IIB, II (000) TABLE 601 & 602 A.8.2.1.2

PROTECTION FROM HAZARDS NO REQUIREMENTS - 42.3.2

FIRE PROTECTION: VA FIRE PROTECTIONDESIGN MANUAL, SEPTEMBER 2011
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 1/16" = 1'-0"1 FIRST FLOOR PLAN - CODE REVIEW

 1/32" = 1'-0"3 AREA PLANS

GROSS BUILDING AREA SCHEDULE

LOCATION AREA

MEZZANINE 1,186 SF
WAREHOUSE 28,558 SF

29,744 SF

 1/16" = 1'-0"2 MEZZANINE PLAN - CODE REVIEW
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